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Document No. Revision Effective Date Document Owner Status

STV-HSE-PRO-030 00 (Initial
Issue) 2026-10-24 [SAFETY DIRECTOR] Issued for review / pending

approval

Management system alignment: This document is aligned with ISO 9001:2015, ISO 14001:2015 and ISO 45001:2018 requirements
as applicable. STRAVIK Construction Group does not claim third-party certification to these standards. Florida Certified General
Contractor License No. [FL LICENSE NO.].

REVISION HISTORY

Rev. Date Description of Change Prepared By Approved By

00 2026-10-24 Initial issue for STRAVIK Construction Group [PREPARED BY] Michael Gaya,
President

1. PURPOSE
To protect workers from unexpected energization or release of stored energy during servicing, maintenance,
tie-ins and commissioning.

2. SCOPE
Applies to all STRAVIK Construction Group employees, subcontractors and visitors on STRAVIK-controlled
projects and facilities.

3. REFERENCES
■ OSHA 29 CFR 1910.147 (Control of Hazardous Energy)
■ OSHA 29 CFR 1926.417 and 1926 Subpart K
■ NFPA 70E; STV-HSE-PRO-016 Electrical Safety Program
■ Management system alignment: ISO 45001:2018 (no certification claimed)

4. ENERGY SOURCES
Electrical, mechanical, hydraulic, pneumatic, chemical, thermal, gravitational and stored energy are identified
for each piece of equipment or system before work.

5. LOTO SEQUENCE

Step Action

1. Prepare Identify all energy sources and the equipment-specific procedure
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Step Action

2. Notify Inform affected workers

3. Shut down Normal stop of equipment

4. Isolate Operate disconnects, valves and blocks

5. Lock & tag Each authorized worker applies a personal lock and tag

6. Release stored energy Bleed, block, ground, discharge

7. Verify Test for zero energy (try start; test voltage with a verified meter)

8. Restore Clear tools and people, remove locks by the owner, notify, re-energize

6. GROUP LOTO & SHIFT CHANGE
Group lockout uses a lockbox; each worker locks the box. Locks are transferred at shift change without a gap
in protection. Lock removal by anyone other than the owner requires the documented procedure approved by
the Superintendent.

7. AUDITS
Annual periodic inspection of each energy control procedure by an authorized employee other than the user;
results documented.

RESPONSIBILITIES

Role Responsibility

President Provides resources and approves this program.

[SAFETY DIRECTOR] Administers the program, training, audits and records.

Superintendents / Foremen Implement the program on site and correct deficiencies immediately.

Employees / Subcontractors Follow the program, use controls and report hazards.

TRAINING & RECORDS
■ Training is delivered before assignment and refreshed as required; recorded in STV-HRM-REG-002.
■ Inspection, permit and monitoring records are retained per STV-GOV-POL-011.

DOCUMENT CONTROL
■ Controlled under the Records Management & Document Control Policy (STV-GOV-POL-011) and the

Document Control Procedure (STV-GOV-PRO-015).
■ Reviewed at least annually, or after an incident, audit finding, regulatory change or significant change in

operations.
■ Records generated under this document are retained per the retention schedule in STV-GOV-POL-011.
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APPROVAL

Role Name Title Signature Date

Prepared By [PREPARED BY] [TITLE]

Reviewed By [QUALITY / HSE
MANAGER] [TITLE]

Approved By Michael Gaya President

This document is reviewed at least annually, or upon significant organizational, legal or operational change, and re-issued under
document control per STV-GOV-POL-011.
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